GENERAL DEMOLITION zoqmm”@v ELECTRICAL PLAN KEY NOTES: @
A. CONTRACTOR SHALL SCHEDULE A SITE VISIT AND BE 1. MOUNT "VFD SF—30" TO EXISTING UNISTRUT SUPPORT
FAMILIAR WITH EXISTING SITE CONDITIONS PRIOR TO BID. (PROVIDE ADDITIONAL REINFORCEMENT AS REQUIRED).
LABEL "VFD SF—30" WITH NEW EQUIPMENT TAG.
B. PRIOR TO DISCONNECTION OF EXISTING MECHANICAL
EQUIPMENT O_WOC_._Amv_ FIELD VERIFY EXISTING CIRCUIT 2. MOUNT ”VFD EF—-30" TO THE EXISTING UNISTRUT
WIRING AND ASSOCIATED POWER SOURCE AND FIRE ALARM
SYSTEM MONITORING CONTROL SIGNAL WIRING mmummmw Aum%m\mwm,_/\ww%_Mmzww..m/\m,\__ﬂmomm/\m,\zmzm_%mzq
CONFIGURATIONS. N Y, Em )- - Q B
8. © FELD CONDITION A2 DESCRIED IN THESE DRAWINGS AS | | 3. PROVIDE POWER FROM EXISTING 30A/3P CIRCUT : O
~o NECESSARY. | | BREAKER IN DP—PHA VIA NEW “"VFD SF—30" AND )
2 | | MAKE FINAL EQUIPMENT CONNECTIONS TO NEW SUPPLY 5
FAN "SF—30" AS INDICATED. RE—LABEL BREAKER AND )
I DEMOLITION PLAN KEY NOTES: | | ;
: | | UPDATE PANEL DIRECTORY WITH NEW EQUIPMENT TAG. . 5 @
g 1. DISCONNECT AND REMOVE EXISTING LOCAL DISCONNECT I L 4. PROVIDE POWER FROM EXISTING 15A/3P CIRCUIT |
2 SWITCH FOR SUPPLY FAN S—30 (S—30: 7.5HP,208V, , ) Al
| | BREAKER IN DP—PHA VIA NEW “VFD RF—30" AND ¢ 1
o 3PH) AND ITS ASSOCIATED BRANCH CIRCUIT CONDUIT !
@ e i AT S AT R AR | | MAKE FINAL EQUIPMENT CONNECTIONS TO NEW . AC TO PANEL 7A
£ BANEL D8 SERUIMNG 930 AS SPARE | | EXHAUST FAN "RF—30" AS INDICATED. RE—LABEL : 0/
| o @ o | BREAKER AND UPDATE PANEL DIRECTORY WITH NEW — @
- 2. DISCONNECT AND REMOVE EXISTING LOCAL DISCONNECT | L i | EQUIPMENT TAC. g /L
wwmvoﬂzwoﬂmmx\/zm\/mcoﬂkﬂmw mmmmo_mmmwmomcwzwmmw%: _ = = = _ 5. INSTALL REMOVED DUCT SMOKE DETECTOR, REMOTE 1 / !
) 1]
kS AND” WIRING BACK TO P5. LABEL BREAKER IN PANEL P5 | =~ | TEST SWITCH AND LOCAL A/V DEVICE AT THE LOCATION 3 @e
N NEe SACK 1D =0 p N INDICATED AND MAKE ALL INTERFACE WIRING :
2 : _ _ CONNECTIONS TO EXISTING FACP. UPDATE EQUIPMENT . [F =
~ LABEL IN THE FACP. EC TO COORDINATE ALL FACP 8 =
I 3. EC SHALL DISCONNECT AND REMOVE EXISTING | o~ | CONNECTIONS AND LABELING WITH THE FACILITY i
RECEPTACLES FOR INTERNAL UV LIGHTS AND THEIR > | 7]
8 ASSOCIATED BRANCH CIRCUIT CONDUIT AND WIRING BACK _ N~ _ _ ENGINEER. : TO PANEL DP—PHA
g° TO PANEL 7A. (TYPICAL AT 2 LOCATIONS) | @ IO 6. EC TO PROVIDE NEW BRANCH CIRCUIT WIRING AND : \\n§
«“ CONDUIT FROM EXISTING 120V 20A/1P CIRCUIT / !
5 4. DISCONNECT AND REMOVE DUCT SMOKE DETECTOR FROM L=k @ SREAKER 1N PANEL 7A 1O "GPS _|\m>m_, OV LIGHTS |
S SUPPLY DUCT ALONG WITH ITS ASSOCIATED REMOTE T R S ot TNAL eannecrons To el T ® — IEAHV
2 TEST SWITCH AND LOCAL A/V DEVICE. REMOVE CONDUIT \ / = SUSTEM LSING 241 1412 GRD.IN 3 /4" RGS /MG N
AND WIRE FROM DETECTOR TO LOCAL TEST SWITCH. A.V\ N L #12, 14 / / : /'SF\ IEAV
2 PRIOR TO DISCONNECTION, DISABLE CIRCUIT FROM FIRE « __ 1 CONDUIT. \.30 /
° ALARM CONTROL PANEL. CLEAN AND STORE DUCT SMOKE AN _| ._ S WHERE NEW EQUIPMENT OR FITTINGS INTERFERE WiTH ——TO PANEL DP—PHA
g mmwmo_.%mw ﬂmmﬁmmm TEST SWITCH AND LOGAL A/V DEVICE A b o) " EXISTING LIGHTING FIXTURES, EC SHALL REMOVE, 0 10 R
/ /V\\ | /EN ! AFFECTED AREAS AS REQUIRED IN ORDER 10 ENSURE \.30 /
N 5. UNISTRUT SUPPORT FOR EXISTING SAFETY DISCONNECT _‘_
SWITCHES 70 REMAIN. | / #@N; ADEQUATE LIGHTING IN THE SPACE. COORDINATE WITH
\T OWNER BEFORE RE—INSTALLING EXISTING FIXTURES FOR A@v ;
Ammm WZIWm._m\ymmwwmmmm%_EM%m mﬂmm\vxmmw%wzmvu%mm 8. PROVIDE (1) 20A DUPLEX CONVENIENCE OUTLET
. POWERED FROM A NEW 20A/1P CIRCUIT BREAKER IN
[FA] PANEL 7A. FA
- 9. PROVIDE NEW DUCT SMOKE DETECTOR, REMOTE TEST
S SWITCH AND LOCAL A/V DEVICE AND MAKE ALL
o INTERFACE WIRING CONNECTIONS TO EXISTING FACP.
S o INTEGRATE CONTROL OPERATION OF EF—30 WITH BMS
) IN' COMPLIANCE WITH NFPA 72. UPDATE EQUIPMENT
. LABEL IN THE FACP. EC TO COORDINATE ALL FACP
§ % CONNECTIONS AND LABELLING WITH THE FACILITY
£ ENGINEER.
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